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SIGN E: ILLUMINATED PAN CHANNEL LETTERS
1/2=1- 0"

2'-9"

SPECIFICATIONS

SIGN E: ILLUMINATED PAN CHANNEL LETTERS (Mfg & Install)
FACES: 3/16” WHITE ACRYLIC W/ FIRST SURFACE VINYL
VINYL: VQ 4153 PURPLE

ILLUMINATION: U/L APPROVED WHITE NEON

RETURNS: 5" WHITE TRIM CAP: 3/4” WHITE

LETTER BACKS: ALUMINUM

WIRING METHOD: DOUBLE BACKS

TRANSFORMERS: @ 120 VOLTS

CIRCUITS REQUESTED:
MOUNTING: FLUSH

“ oo “

1'- 10"

1

SIGN F: ILLUMINATED PAN'CHANNEL LETTERS
1/2"= 1°- 0"

SPECIFICATIONSHE )

SIGN F: ILLUMINATED PAN CHANNEL LETTERS (Mfg & Install)
FACES: 3/16” White Acrylic W/ first surface vinyl

VINYL: 3630-83 Regal Red |

TRIM CAP: 3/4” Red RETURNS: 5" Red

Letter Backs: .050 pre-painted white aluminum.

Hlumination: White Neon « Wiring Method:
Transformers:
Circuits Requested.: @ 20 amps.

Mounting: Flush  Wall:

N -l m n
Mh -IO H
] "
OF "KFC
&
o B 3/8°x3" LAGS {3 PER LTR)
gaiapuied FASTENERS INSIDE LETTERS
|
TRIM CAP | GTO CABLE SLEEVING SLIDES
N I INTO EMT CONDUIT MINIMUM 6°
UL APPROVED!
0 NEON] _ 1/2* EMT CONDUIT
m TUBE STAND TRANSFORMER BOX
m acup—t | b LISTED GTO CABLE
Wy GTO WIRE| E 30 MA TRANSFORMER
I W .m"_-mm.______m_ NORMAL POWER FACTOR
m DISCONNECT SWITCH IN PRIMARY,
g . WITHIN SIGHT OF SIGN (INCLUDES
e rnﬂ_mm_ POWER SUPPLY ENCLOSURE)

A REF NEC 110-10-46), 600-2, 500-4

¥ . PRIMARY ELECTRICAL SOURCE

__.ﬂ%_,m;ﬁﬁ_ {1/2" CONDUIT MiN, METAL SHOWN}

| NEC 600-8, 600-21
]

SIGN E / PAN CHANNEL LETTER MOUNTING DETAIL / NOT TO SCALE

This design is the exclusive property of SIGN DESIGNS, INC. It is loaned as part of an advertising or identification program being planned for you by SIGN DESIGNS, INC. Itis requested this material is not to be shown or otherwise divulged until transferred actual sale.
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SIGN A: ILLUMINATED PAN CHANNEL LETTERS
1/2"= 1- 0"

M-lm-_-

SPECIFICATIONS

SIGN A: ILLUMINATED PAN CHANNEL LETTERS (Mfg & Install)
FACES: 3/16" WHITE ACRYLIC W/ FIRST SURFACE VINYL
VINYL: VQ 4153 PURPLE

ILLUMINATION: U/L APPROVED WHITE NEON

RETURNS: 5" WHITE TRIM CAP: 3/4” WHITE

LETTER BACKS: ALUMINUM

WIRING METHOD: DOUBLE BACKS

TRANSFORMERS: @ 120 VOLTS

CIRCUITS REQUESTED: _

MOUNTING: FLUSH

73-0"

|
o

6- 0" W

KFC

SIGN B: ILLUMINATED PAN CHANNEL LETTERS

1/2"=1- 0"

SIGN B: ILLUMINATED PAN CHANNEL LETTERS (Mfg & Install)

FACES: 3/16" White Acrylic W/ first surface vinyl

VINYL: 3630-83 Regal Red
TRIM CAP: 3/4” Red

RETURNS: 5" Red

Letter Backs: .050 pre-painted white aluminum.

HHumination: White Neon
Transformers:

Circuits Requested:

Mounting: Flush  Wall:

Wiring Method:

Mm-lm-__

PAN CHANNEL|

RETURNS|

TRIM CAP

@ 20 amps.

4
I
r

LETTER HEIGHT VARIES

SIGN E/ PAN CHANNEL L ETTER MOUNTING DETAN. / NOT TO SCALE

Va'x3" LAGS [3 PER LTR)
FASTENERS INSIDE LETTERS

TURE STAND

|
| GTO CABLE SLEEVING SLIDES
INTO EMT CONDUIT MINIMUM 8*

1Y EMT CONDINT

G cup——

rem

TRANSFORMER BOX

LISTED GTO CABLE

GTO WIRE|
Wi SLEEVE]

M ACRYLIC]

FACE]

— o E E E E T E EE = EaE-

ALLIMINUM|

30 MA TRANSFORMER
NCGHRMAL POWER FACTOR

DISCONNECT SWATCH IN PRIMARY,

WITHIN SIGHT OF SKIGN (INCLUDES
POWER SUPPLY ERCLOSURE)
REF NEC 110-10-36), §00-2, 8004

LTR BACKS]

PRIMARY ELECTRICAL SOURCE
(172° CONDLHT MIN, METAL SHOWN)
MNELC 800-&, 500-21

This design is the exclusive property of SIGN DESIGNS, INC. It is loaned as part of an advertising or identification program being planned for you by SIGN DESIGNS, INC. it is requested this material is not to be shown or otherwise divuiged until transferred actual sale.
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EAST ELEVATION
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SIGN C: ILLUMINATED PAN CHANNEL LETTERS
1/27= 1’- 0”

2'-9"

SPECIFICALIBNS

SIGN C: ILLUMINATED PAN CHANNEL LETTERS (Mfg & Install)
FACES: 3/16” WHITE ACRYLIC W/ FIRST SURFACE VINYL
VINYL: VQ 4153 PURPLE

ILLUMINATION: U/L APPROVED WHITE NEON

RETURNS: 5" WHITE TRIM CAP: 3/4" WHITE

LETTER BACKS: ALUMINUM

WIRING METHOD: DOUBLE BACKS

TRANSFORMERS: @ 120 VOLTS

CIRCUITS REQUESTED: _

MOUNTING: FLUSH

, v
.ﬁ
1- 10"
SIGN D: ILLUMINATED PAN CHANNEL LETTERS
1/2"= 1’- 0"
SPECIFICATIONS] | N

SIGN D; ILLUMINATED PAN OILZTmﬁ LETTERS (Mfg & Install)
FACES: 3/16" White Acrylic W/ first surface vinyl

VINYL: 3630-83 Regal Red

TRIM CAP: 3/4” Red RETURNS: 5" Red

Letter Backs: .050 pre-painted E::m” aluminum.

flfumination: White Neon Wiring Method:
Transformers: ,
Circuits Requested: @ 20 amps.

Mounting: Flush  Wall:

m_

|

m I m:
1" 10"
| 22'-0" TO
i 1 11
' TACO BELL
B A8°xY LAGS (3 PER LTR)
PAN CHANNEL |
it FASTENERS INSIDE LETTERS
_
TRIM CAP | GTO CABLE SLEEVING SLIDES
T R —— INTO EMT CONDUAT MINIMUM 57
URL APPROVED ﬁ
2 NEON 172" EMT CONDUIT
m TUBE STAND TRANSFORMER BOX
m accup—— | P . LISTED GTO CABLE
-
R
" GTO WIRE| —H_ 30 MA TRANSFORME
z Wi 5L EEuE] NORMAL POWER FACTOR
m DISCONNECT SWITCH IN PRIMARY,
" WITHIN BIGHT OF SIGN {INCLUDES
netAcRul POWER SUPPLY ENCLOSURE)
e REF NEC 110-10-3{6), 600-2, 600~
PRIMARY ELECTRICAL SOURCE
TR BACKS) (1/2 CONDUKT MIN. METAL SHOWN)
NEC 800-6, 600-21
SIGN £ / PAN CHANNEL MOUNTING DETARL / NOT TO SCALE

This design is the exclusive property of SIGN DESIGNS, INC. It is loaned as part of an advertising or identification program being planned for you by SIGN DESIGNS, INC. It is requested this material is not to be shown or otherwise divuiged until transferred actual sale.
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L
STUDS AT 247 0O.C. MAX.

1 /4" X 3"
LAG SCREW AT
24" 0.C. MAXIMUM

ALUMINUM AWNING

TOP RAIL \/\
2"

L
1/4"¢ X 3"
LAG SCREW AT
48" 0.C. MAXIMUM
ALUMINUM AWNING

BOTTOM RAIL \/\

NOTE: USE SAME ATTACHMENT FOR DOOR & WINDOW AWNINGS

DRIVE -THRU AWNING ATTACHMENT
SCALE: 3" = 1'-0

TILE: DRIVE THRU AWNING ATTACHMENT

. PROGRESSIVE

KFC

SAN JOSE. CA (OO CONSULTANTS, INC.
DRAWN BY: DSW CHECKED BY: JSH 11803 N Ioth gg@%? SUITE. #1380
SCALE: AS NOTED PLOT DATE: 12/18/02 1:09 PM  (360) 254-8400 FAX (360) 254-3334

© PROGRESSIVE CONSULTANTS. INC. SHEET
ALL RIGHTS RESERVED PROJECT NO. 0294 SK 1




